
Loring - Memorandum – Review and Comment 
 

Item 
Number 

School 
LTFM 
Code 

Long-Term 
Facilities 

Maintenance 
Capital Renewal 

COP 
Capital 

Improvement 
Total FY $ Type 

0 LORI   $3,724,548  $7,947,636  $11,672,184  Total 

1 LORI 380  $3,050,284  $4,249,716 $7,300,000  Dehumidification 

2 LORI 370 $392,114  $0  $392,114  Lighting 

3 LORI  $0 $2,547,310  $2,547,310  Kitchen/Lunchroom 

4 LORI 368 $0  $1,150,610  $1,150,610  Front Entrance 

5 LORI 369 $162,492  $0  $162,492  PA 

6 LORI 369 $74,658  $0  $74,658  Clocks 

7 LORI 379 $45,000  $0  $45,000  Paint/Signage  

 
Loring School was constructed in 1928 with an addition in 1977. The school now has a total of 
approximately 55,916 square feet.  The school currently has a student population ranging from 
Kindergarten through grade 5.  The Educational Index analysis for this school is based on a K5-2K 
prototype.   
 
Extensive site assessments have determined there are a number of areas that need substantial repairs 
or improvements.  These areas include: HVAC – dehumidification, lighting, kitchen/lunchroom, front 
entrance, PA, clocks, and paint/signage. The above table shows the breakdown based on those findings. 
 

1. Upgrades and improvements to the dehumidification systems throughout the building that have 
exceeded their useful life. 
 

2. Remove and replace all the old lighting that has exceeded its useful life and replace with new 
lighting.  This includes hallways, classrooms, offices, gyms, etc. along with exterior lighting. 

 
3. Add new kitchen equipment that is needed for the proper preparation of food at the site. 

Following are the list of  
Capital Improvement items: 

a. Interior finishes, floor, wall and ceiling 

b. Selected doors and openings 

c. Lighting  

d. Ventilation  

e. Fire protection 

f. Electrical branch circuits and selected public address systems 

g. Selected food service equipment 

4. Create a new main entrance with access control to be used as secured entrances for the staff 
and general public. 
 

5. Replace existing public address (PA) system control panel and speakers that have reached the 

end of their useful life with new, modern equipment.  This includes amplifiers, speakers, 

controller, etc.  Some replacement parts are no longer available.  



6. Replace old electrical clocks that have exceeded its useful life with new, modern, battery 
powered wireless control clocks.   

 
7. Repair and paint wall which have exceeded their useful life.  This may include carpentry and 

plaster work as well.  
 
 


